


2. Director Inspection:

EPA has inspected all well monitoring equipment and found it to be operational. During
EPA’s June 26 and 27, 2013 site inspection, some monitors were found to be inoperable.
After notifying EGT of the inspection findings, EGT corrected the deficiencies. EPA re-

inspected the operation of all well monitors on August 8, 2013 and found all monitors to
be operational.

3. Mechanical Integrity Demonstration:

In accordance with the mechanical integrity requirements of the permits and federal
regulations, EGT conducted a Standard Annular Pressure Test (SAPT), Radioactive
Tracer Survey (RTS) and Temperature Log (TL) on both wells. EPA approved the test
procedures for the SAPT, RTS, and TL in a letter to EGT dated November 28, 2012,
EGT conducted the tests on December 4 and 5, 2012 and January 16, 2013, After.
reviewing the test results EPA found that EGT did not conduct the RTS and TL for both
wells according to the EPA approved test procedures which resulted in questionable test
results. In aleiter from EPA to EGT dated June 5, 2013, EPA outlined the test
deficiencies and required EGT to retest the wells. EPA witnessed the re-testing of the
wells during a site inspection on June 26 and 27, 2013. Upon review of the new test
results, EPA has found that EGT has demonstrated mechanical integrity of the two wells.
EPA’s reviews of the June 26 and 27, 2013 {est results are enclosed.

4. Warning and Shut-off Systems:

During EPA’s site inspections on June 26 and 27, and August 8, 2013, EPA witnessed the
successful test of the automatic waming and shut-oft system for both wells. These tests
simulated well failure conditions. In documents submitted to EPA, EGT has certified
that a trained operator will be on site at all times when the wells are operating to
implement the system.

5. Notice to Inject:

EPA hereby provides written notice that the wells have been constructed in compliance
with the permits, and Part III (E) of both permits has been modified to add the approved
sources of waste. EPA approved the waste sources for EGT’s two Class I injection wells
in a letter to EGT dated June 5, 2013, The minor permit modifications were made
pursuant to 40 C.F.R. §144.41. The two modified permits that reflect the approved waste
sources were sent to EGT on September 5, 2013.








